
ISSN: 2250-3005 

 
        VOLUME 2                        November 2012                        ISSUE 7 

 
 

Email: ijceronline@gmail.com                                        Url : www.ijceronline.com 



 

 

 
 

   Editor-In-Chief 

Prof. Chetan Sharma 
Specialization: Electronics Engineering, India 

Qualification: Ph.d, Nanotechnology, IIT Delhi, India 

 

Editorial Committees 

DR.Qais Faryadi 

          Qualification: PhD Computer Science  

Affiliation: USIM(Islamic Science University of Malaysia) 

Dr. Lingyan Cao 

           Qualification: Ph.D. Applied Mathematics in Finance 
     Affiliation:  University of Maryland College Park,MD, US 

      Dr. A.V.L.N.S.H. HARIHARAN 

         Qualification: Phd Chemistry 

      Affiliation: GITAM UNIVERSITY, VISAKHAPATNAM, India 

DR. MD. MUSTAFIZUR RAHMAN 

         Qualification: Phd Mechanical and Materials Engineering 
      Affiliation: University Kebangsaan Malaysia (UKM) 

Dr. S. Morteza Bayareh 

         Qualificatio: Phd Mechanical Engineering, IUT 

Affiliation: Islamic Azad University, Lamerd Branch 
      Daneshjoo Square, Lamerd, Fars, Iran 

Dr. Zahéra Mekkioui 

         Qualification: Phd Electronics  

Affiliation: University of Tlemcen, Algeria 

Dr. Yilun Shang 

         Qualification: Postdoctoral Fellow Computer Science 
      Affiliation: University of Texas at San Antonio, TX 78249 

Lugen M.Zake Sheet 

         Qualification: Phd, Department of Mathematics 

         Affiliation: University of Mosul, Iraq 
 

Mohamed Abdellatif 

        Qualification: PhD Intelligence Technology 
      Affiliation: Graduate School of Natural Science and Technology 



 

 

Meisam Mahdavi 

         Qualification: Phd Electrical and Computer Engineering 
      Affiliation: University of Tehran, North Kargar st. (across the ninth lane), Tehran, Iran 

 

Dr. Ahmed Nabih Zaki Rashed 

         Qualification: Ph. D Electronic Engineering 
      Affiliation: Menoufia University, Egypt 

Dr. José M. Merigó Lindahl 

         Qualification: Phd Business Administration 

      Affiliation: Department of Business Administration, University of Barcelona, Spain 

Dr. Mohamed Shokry Nayle 

         Qualification: Phd, Engineering 
      Affiliation: faculty of engineering Tanta University Egypt 

 

 
 
 
 
 
 
 
 
 
 
 
 
 
 



 

 

Contents : 
S.No. Title Name Page No. 

1. Harmonic Mitigation in AC–DC Converters for Induction Motor 
Drives by Vector Controlled 
Banoth Laxman Naik,  Ch Hari Krishna  

01-08 

2. A New Survivability Strategy With Congestion Control In WDM 
Optical Networks 
 Salil Trived, ,Sachidanand, ,Geetanjali 

09-10 

3. Multiparty Secure Communication by Using Quantum Key 
Distribution Protocols 
 K.Gopinath , B.J.Job karuna sagar  

10-15 

4.  A Location-Based User Movement Prediction Approach For 
Geolife Project 
 Zhiyuan Chen, Bahran Sanjabi, Dino Isa  

16-19 

5.  Hdl Implementation Of Amba-Ahb Compatible Memory 
Controller  
S.Ramakrishna ,K.Venugopal, B.Vijay Bhasker , R.Surya 
Prakash Rao 

20-23 

6.  IC TESTER USING 89s52 MICROCONTROLLER 
 Miss.M.A.Tarkunde, Prof.Mrs.A.A.Shinde 

24-27 

7.  A Novel Approach To Automated Brain Tumor Classification 
Using Probabilistic Neural Network 
 Varada S.Kolge , Prof.K.V.Kulhalli 

28-30 

8.  A New Analytical Method For The Sizing And Siting Of DG In 
Radial System To Minimize Real Power Losses 
 Dr. A.Lakshmi Devi, A.Chaithanya 

31-37 

9.  Route To Chaos In An Area-Preserving System 
 Dr. Nabajyoti Das 

38-44 

10.  Lp - convergence of Rees-Stanojevic sum 
 Nawneet Hooda 

45-47 

11. Wireless Electricity Transmission Based On Electromagnetic And 
Resonance Magnetic Coupling 
 Prof. Burali Y. N, Prof. Patil C.B. 

48-51 

12.  Design of Bovine SemenTemperature ControllerUsing PID 
 Tatag Lindu Bhakti, Adhi Susanto, Paulus Insap antosa, 
Diah Tri Widayati 

52-58 

13.  A Proposal for Implementation of Signature Based Intrusion 
Detection System Using Multithreading Technique 
 Prof.D.P.Gaikwad, Pooja Pabshettiwar, Priyanka 
Musale , Pooja Paranjape, Ashwini S. Pawar  

59-65 

14.  An Efficient Vlsi Implementation Of Image Encryption With 
Minimal Operation 
 S.Lakshmana Kiran, P.Sunitha 

66-70 

15.  Some Dynamical Behaviors In Lorenz Model 
 Dr. Nabajyoti Das 

71-76 



 

 

16.  A Novel Parallel Domain Focused Crawler For Reduction In Load 
On The Network 
 Rajender Nath, Naresh Kumar 

77-84 

17.  HBBABC: A Hybrid Optimization Algorithm Combining 
Biogeography Based Optimization (BBO) And Artificial Bee 
Colony (ABC) Optimization For Obtaining Global Solution Of 
Discrete Design Problems 
 Vimal Savsani 

85-97 

18  Video Compression Using Spiht And Neural Network 
 Sangeeta Mishra,2,Sudhir Sawarkar  

98-103 

19.  Matching Dominating Sets Of Euler Totient Cayley Graphs 
 M.Manjuri,B.Maheswari  

104-107 

20. Preparation and Characterization of Natural Degradable 
Microcapsules 
M. Geetha Devi, Susmita Dutta, Ashraf Talib Al- 
Hinai3and S.Feroz 

108-111 

21.  Water Marking Scheme With High Capacity Cdma 
 Dr K RameshBabu, Vani.kasireddy  

112-126 

22.  FPGA Implementation Of Wavelet-Based Denoising Technique 
Toanalysis Of EEG Signal 
 T.Chaitanya, G.S.Siva kumar 

127-132 

23.  Area Optimized And Pipelined FPGA Implementation Of AES 
Encryption And Decryption 
 Mg Suresh, Dr.Nataraj.K.R 

133-139 

24. Numerical Investigation For Exhaust Gas Emissions For A Dual 
Fuel Engine Configuration Using Hydrogen And Compressed 
Natural Gas (Cng) 
 Premakumara. G, Akhil Thomas, Jayakrishnan .K, 
Anirudh Vuyyala4 ,L.M. Das  

140-145 

25.  An Affine Combination Of TVLMS Adaptive Filters For Echo 
Cancellation 
 B. Srinivas, M.Tech, Dr. K. Manjunathachari 

146-151 

26.  Facts Placement For Maximum Power Transfer Capability And 
Stability In A Transmission Line  
 C.Vasavi1, Dr. T.Gowri Manohar 

152-160 

27. Hybridization Of Neighbourhood Search Metaheuristic With Data 
Mining Technique To Solve P-Median Problem 
D.Srinivas Reddy, A.Govardhan, Ssvn Sarma  

161-165 

28.  Key Infrastructure Elements For Cloud Computing 
 S.J.Mohana, M.Saroja, M.Venkatachalam 

166-169 

29.  Control Of Unstable Periodic Orbits Coexisted With The Strange 
Attractor 
Dr. Nabajyoti Das 

170-176 

30.  A Distributed Canny Edge Detector And Its Implementation On 
FPGA 
 Chandrashekar N.S. Dr. K.R. Nataraj 

177-181 



 

 

31. Analytic Hierarchy Process For Evaluation Of Environmental 
Factors For Residential Land Use Suitability 
 V.D.Patil, R.N.Sankhua, R.K.Jain 

182-189 

32.  Steganography With Data Integrity 
 Deepali 

190-193 

33.  Estimation Of Word Recognition By Using Back-Propagation 
Neural Network 
 Pin-Chang Chen1, Hung-Teng Chang, Li-Chi Lai 

194-198 

34.  Perspective Of Watershed Management In Our Modern Society 
 Biplab Das, Dr.AdityaBandyopadhyay 

199-203 

35. Formation Of Knowledge Sharing System For Asia-Pacific 
Countries By Using Modern Information Techniques  
 Nalin Warnajith, Sarkar Barbaq Quarmal, Masanori 
Itaba, Atsushi Minato ,Satoru Ozawa 

204-211 

36  Location Of The Zeros Of Polynomials 
 M.H. Gulzar 

212-214 

 



                     International Journal Of Computational Engineering Research (ijceronline.com) Vol. 2 Issue. 7 

 

Issn 2250-3005(online)                                                    November| 2012                                                  Page 1   

 

Harmonic Mitigation in AC–DC Converters for Induction Motor 

Drives by Vector Controlled 
                

1,
BANOTH LAXMAN NAIK, 

2,
CH HARI KRISHNA 

1
.Student of Electrical and Electronics Engineering at Mother Teresa Institute of Science and Technology, India  
2
. Associate Professor in the Department of Electrical and Electronics Engineering at Mother Teresa Institute  of 

Science and Technology, India 

 

 

Abstract 
This paper deals with autotransformer-based multipulse ac–dc converters with reduced magnetics feeding 

vector controlled induction motor drives for improving the power quality at the point of common coupling. The 

proposed  12-pulse ac– dc converter-based harmonic mit igator consists of an autotransformer  alongwith a passive shunt 

filter tuned for 11th harmonic frequency. This results in the elimination of 5th, 7th, and 11th harmonic currents. 

Similarly, the proposed  18-pulse ac–dc converterbased harmonic mit igator eliminates the 5th, 7th, 11th, 13th, and 17th 

harmonic currents, thereby improving the power quality at ac mains. The experimentation is carried out on the 

developed prototype of autotransformers -based ac–dc converters. Different power quality indexes of the proposed 12-

pulse ac–dc converters are obtained from simulation and verified from experimental results. 

  

1. Introduction 
The use o f induct ion motors has increased in industrial applicat ions due totheir advantages such as improved 

efficiency, ruggedness, reliability and low cost. For variable efficiency, ruggedness, reliab ility and low cost. For 

variable speed drives, dc motors have been used unt il now because of their flexib le characterist ics. To incorporate 

the flexib le characterist ics of a dc motor into an induct ion motor, vector control technique is adopted as a widely 

accepted cho ice. Normally ac- dc power converter feeding power to the VCIMD consists of a 6-pulse d iode bridge 

rect ifier, an  energy storage element at dc link, a 3-phase voltage source inverter (VSI) and an induct ion motor.  

The diode bridge rectifier suffers from operating problems such as poor power factor, inject ion of harmonic  

currents into the ac mains etc. In order to prevent the harmonics from affect ing the ut ility lines negatively, an 

Standard 519 has been reissued in 1992 giving clear  limits  for  voltage  and  current  distortions.  Several  methods  

based  on  the  principle  o f increasing the number o f rect ificat ion pulses in  ac-dc converters have  been  reported  

in the literature. The convent ional wye-delta transformer based 12-pu lse rectificat ion scheme is  one such example. 

But the kVA rat ing o f the transformer is 1.03 PO, where PO is the act ive power drawn by the converter. To reduce 

the transformer rating, autotransformer based mult ipulse ac-dc converters of reduced rating  have been reported in 

the literature. For applicat ions where the demand  for  harmonic  current  reduction  is  more  stringent,  an  18-

pulse  ac-dc  converter  is generally preferred. This converter is more economical than the 24-pulse ac-dc converter, 

while being more effect ive than the 12-pulse ac-dc converter. Autotransformer based  18-pulse ac-dc converters have 

been reported in for reducing the THD of ac mains current. However, the dc-link vo ltage is higher, making the 

scheme non applicable fo r retrofit applicat ions. Hammond has proposed  a  new  topology,  but  the  transformer  

design  is  very  complex  to   swtoplofy   the t1ansformer design. Paice has reported a new topology fo r 18-pulse 

converters. But the THD of ac mains current with this topology is around 8% at full load. Kamath et.al. Have also 

reported an 18-pulse converter, but THD of ac mains current is high even at full load (6.9%) and as load decreases  

the  THD  increases  further  (13.1%THD  at  50%  load).  In  this   paper,  a  novel autotransformer based 18-pu lse 

ac-dc converter (Topology „D‟), which is suitable fo r retrofit applicat ions, where present ly 6-pulse converter is 

being used, referred as Topology 'A', shown in Fig. 1, have been proposed to feed VCIMD. The proposed ac-dc 

converter results in eliminat ionof 5
th

, 7
th

, 11
th  

and 13
th  

harmonics. A set of tabulated results giving the 

comparison o f the different power quality parameters is presented fo r a VCIMD fed from an exist ing 6-pulse ac-dc 

converter and  different  18 pulse  ac-dc converter. Moreover, the effect  o f load  variat ion on various power 

quality indices is also studied. To demonstrate the effect iveness of proposed 18- pu lse ac-dc converter feeding 

VCIMD. A laboratory prototype o f the proposed autotransformer is designed and the developed and different tests 

have been carried out to validate the working o f the proposed harmonic mit igator. The test results are found to be 

in close agreement with the simulated results under different operating and loading condit ions. 
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2. Performance Of Harmonic Mitigation Alternatives 
Variable frequency drives often have strict demands placed on them to mit igate harmonic d istortion caused 

by non-linear loads. Many cho ices are available to them including line reactors, harmonic  traps,  12-pulse  rectifiers,  

18-pulse  rectifiers  and  low  pass  filters.  Some  of  these solut ions offer guaranteed results and have no adverse  

effect on the power system, while the perfo rmance o f others is largely dependent on system condit ions. Certain   

techniques require extensive system analysis to prevent resonance problems and capacito r failu res, while others can 

be applied with virtually no analysis whatsoever. In some cases harmonic mit igat ion technique decisions were 

based on a technical misunderstanding, lack o f in fo rmat ion, theoretical data or on invalid assumpt ions. This Chapter 

exp lains the theory of operat ion o f various passive harmonic mit igat ion techniques and  demonstrates their typical 

real life perfo rmance. It takes the guesswork Out of harmonic filtering by  demonstrating the typical perfo rmance 

of various harmonic mit igat ion techniques  and  o ffering  a  quant itative  analysis  of alternatives  for  real  life   

VFD  Operat ing condit ions. Since power d istribut ion transformers frequent ly have impedance rat ings between 1.5% 

and 5.75%, one would expect that source impedance is o ften relat ively high and that harmonics should therefore 

be quite low. However, t ransformer impedance rat ings are based on transformer rated  KVA,  so  when  the  

transformer  is  part ially  loaded,  the  effect ive  impedance  of  the transformer, relat ive to the actual load, is 

proportionately lower, [i.e.: 1.5% impedance at 

 

Line Reactors:The use of AC line reactors is a common and economical means of increasing the source 

impedance relat ive to an individual load. Line reactors are connected in series with the six pu lse rectifier d iodes at the 

input to the VFD, as shown in Fig  2.1. 

 
Fig AC line reactors connection at supply side 

 

The typical harmonic spectrum data for a six pulse VFD load fed by a power supply with an 

 

Effect ive source reactance of 3%, 5% and 8% looks as fo llows: 

 

 
 

Table: 2.2.  Typ ical harmonic spectrum data when effective reactance of 3%, 5% and 8% 

 

These data represent the harmonics measured at the input to the six pu lse rectifier and will reduce to lower  

percentages when measured further upstream, p rovided there are other linear loads operating on the system. If 20% 

of the system load is comprised o f VFDs with 5% input impedance, and 80% has linear loads, the harmonic current 

distort ion at the VFD input will be 35% THID, but only 7% at the supply transformer secondary. Typically costing 

less than 3% of the motor drive  system, line reactors are the most economical means of reducing harmonics. 

Pract ical rat ings can achieve 29% to  44% THID at the input to the six pulse  
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3. Reactor Performance at load 
The harmonic mit igat ion perfo rmance of reactors varies with load because their effect ive impedance 

reduces proportionately as the current through them is decreased. At full load, a 5% effect ive impedance reactor 

achieves harmonic distortion of 35% THID, however, at 60% load it ‟s effective impedance is only 3% {0.6 x  5% 

= 3%}, and harmonics will be 44% THID. A lthough THID increased as a percentage, the total rms magnitude of 

harmonic cu rrent actually decreased by nearly 25% {1 – ((.6 x 44%) / 35%) = 24.5%}. Since  vo ltage distortion at 

the transformer secondary is dependent upon the magnitude and frequency o f current harmonics that cause harmonic 

vo ltage drops across the transformer„s internal reactance, the vo ltage distort ion (THVD), at the transformer 

secondary, actually decreases as this load is reduced. 

 

Tuned Harmonic Trap Filters: 

 Harmonic Trap Performance: 

Tuned  harmonic  filters  (t raps)  invo lve  the  series  connection  o f  an  inductance  and capacitance to 

fo rm a low impedance path for a specific (tuned) harmonic frequency. The filter is connected in parallel (shunt) with 

the power system to divert the tuned frequency currents away 

fro m the power source. 

 

 
 

Fig : Harmonic Trap Performance with 0.25% source impedance 

At that time we will give a non sinuso idal input to the as shown below: 

 

Unlike line reactors, harmonic traps do not attenuate all harmonic frequencies. Most often they are  tuned  for  5th  

harmonic  mit igat ion.  If  applied  to  a  low  impedance  power  source,  as demonstrated in Fig. 2.4, the harmonic 

mit igat ion perfo rmance of this filter is quite limited and the benefit of this filter may be unrecognizable. To 

improve the perfo rmance o f a  t rap filter, a  

5% impedance line reactor may  be connected in series with the input to the filter, as shown in 

 

Fig. 2.6. 

 
 

Fig.2.6. Line reactor performance with 0.25% source impedance 
 

If the VFD has internal line reactance, then harmonic t rap perfo rmance may improve slight ly. The  typical 

residualzTHID for a six pulse rectifier with a tuned 5
th  

harmonic trap is between 20 % to 30 % at full load, 

provided there is significant source impedance. The watts loss of this type of filter can be 2-3% of the load and it can 

cost ten times the price o f a line reactor. Tuned harmonic traps will alter the natural resonant  frequency o f the 

power system and may cause system resonance, increasing specific harmonic levels. They may attract harmonics 

fro m other non-linear oads sharing the same power source and must be increased in capacity to accommodate 

the  addit ion of new  loads. For best  results, a power system study should  be perfo rmed to determine the  

magnitude  o f harmonics to be filtered (fro m all loads), the power system resonant frequency and the impact of future 

addit ion of loads. 
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4. Harmonic Traps at Light Load  onditions 

Harmonic traps achieve their best attenuation of harmonics at full load condit ions. At light load, the 

resultant  THID can increase significant ly and may be no better than the perfo rmance normally achieved with a line 

reactor. Fig.2.8. demonstrates the input current waveform of a six Pu lse rect ifier with a tuned 5th harmonic  trap, 

operating at 50% load, when the line vo ltages were 3% unbalanced. Notice the similarity to a non-linear single phase 

load. 

 

 
 

Fig.2.8. input current waveform with 3% line voltage unbalance and 0.25% source impedence. 

 

Here the Harmonic current d istortion = 139% THID. 

 

2.4. Twelve Pulse Rectification 

Twelve pulse rectifier configurat ions have been used for applicat ions demanding lower harmonic levels 

than can be achieved using either traps or reactors. The theoretical benefit s o f 12-pu lse rect ificat ion include 

cancellat ion o f 5th, 7th, 17th, 19th, etc harmonics. However, real life harmonic mit igat ion result ing fro m the use of 

twelve pulse rect ifiers can  be quite d ifferent than one‟s theoretical  expectat ions.  

 

The most  common method of twelve pulse rectificat ion invo lves the parallel connect ion of two bridge 

rectifiers, each fed by a 30 degrees phase shifted transformer winding. Often the transformer has a single  primary 

winding and dual secondary windings. One secondary winding is a delta and the other is connected in wye 

configurat ion to achieve 30 degrees of phase shift between secondary vo ltages.  

 

“A  major  design  goal  in  mult ipulse  operation  is  to  get  the  converters,  or  converter semiconductor 

devices, to share current equally. If this is achieved, then maximum power and min imum harmonic currents can be 

obtained.” In order to achieve cancellat ion of harmonics, the two individual bridge rectifiers must share current  

equally. This can only be achieved if the output  voltages  of  both  transformer  secondary  windings  are   exact ly  

equal.  “Because  o f differences in the transformer secondary impedances and open circu it output voltages, this can be 

practically  acco mplished  for  a  given  load  (typically  rated  load)  but  not  over  a  range  in loads.”Typical losses 

of a twelve pulse transformer are 3% to 5% of the transformer KVA  rat ing. 

 

5. Twelve Pulse Performances with Balanced Line Voltages 
Fig.2.9. illustrates actual measurements o f input current harmonic d istortion for a twelve pu lse rectifier 

supplied fro m a balanced three phase voltage source while operat ing at full load condit ions. For test purposes, the 

transformer had a delta p rimary with delta and wye secondary windings (each rated at one-half line vo ltage). To 

obtain “best case” results, the bridge rect ifiers were series connected so equal DC current flowed in each converter. 

The data shows that when the current through both sets of rectifiers is equal, harmonics can be as low as 10% to 12% 

THID at full load. Current sharing reactors will help parallel connected bridge rect ifiers to share current equally. 

While current sharing reactors are highly recommended for twelve pulse configurations,they are usually omit ted in 

the interest of minimizing cost. Even with balanced. current however, harmonic distortion can increase appreciably at 

light load condit ions. 

 

6. Twelve Pulse Performances when Line voltages are not balanced: 
Pract ical aspects of mult ipulse transformer winding configurat ions and circu it parameters make  unlikely  

that  perfect  balance  can  be  achieved  between  all  six  secondary  vo ltages, especially when the load is varied  

fro m full load to no load condit ions. Addit ionally, facility power  system  vo ltage  unbalance  is  common   
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(according  to  ANSI  C84.1,  34%  of  facilit ies surveyed in the USA experienced between 1% and 3% vo ltage 

unbalance at the service entrance point and even greater unbalance in the facility and closer to the loads). It is 

interest ing to note that occasionally pulse drives are so ld without the transformer, shift ing responsibility for the 

transformer specificat ion and system perfo rmance fro m the supplier to the user or installer. Fig. 2.10 

demonstrates the impact of both line voltage unbalance and light loading condit ions on the harmonic mit igat ion  

perfo rmance of twelve pu lse rect ifiers. Even with perfectly balanced 

 

line vo ltages, the resultant %THID increases as the load  is reduced (i.e .:23% THID at 20% load). 

 

 
Fig12-pulse total input current harmonic distortion-varying with load 

 

 

7. Multi - Pulse Converters Solutions For Harmonic Mitigation In Ac Drives 
More  and  more  ac  drive  installat ions  are  requiring  manufacturer‟s  to  improve  line  side harmonics 

to ult imately meet IEEE Harmonic Std 519 Standard AC drive topolog ies ut ilize AC- DC-AC power conversion with 

a three phase rect ifying bridge fo r the AC-DC funct ion. A three- phase diode or SCR bridge generates 6 pulse types 

current that is ~ 32% rich in total harmonic current d istortion. As ac drives proliferate, equ ipment system 

specificat ions limit ing the amount of harmonic current injected into the grid are becoming more common and  thus 

so licit cost effect ive harmonic mit igat ion so lutions. System specificat ions are o ften written so measured total 

harmonic distortion at the Point of Common Coupling (PCC) in fig. 3.1 Complies with the maximum low  vo ltage 

total harmonic Distortion levels (THDV) and system classificat ion  of 

IEEE 519 and current limits are shown in table 3.1. 

 

 
 

Fig point of common coupling 

 

The PCC is usually at the  power metering po int (PCC1) where other customers connect to the common 

line vo ltage but may also be at (PCC2) or (PCC3) within a plant where linear and non- linear loads are connected. 

System classificat ion and (THDV) opt ions are Special Application @3%, Dedicated System @ 10 % and most 

specified option of General System @ 5%. Current harmonic distort ion (THDI) o f a single non-linear load is defined  
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i i 
ds qs 

 

as the square root of the sum of the squares of all harmonic currents divided by the fundamental component of the 

non-linear load. However,  defines total harmonic current distortion limits in a system as Total Demand Distortion 

(TDD).TDD limit ing values are dependent on the rat io of short circu it current (ISC) at the  PCC  to  the  maximum  

demand  load  current  (IL)  supplied  by  the  user.  There  are  five classificat ions of (ISC/IL), but worst case TDD 

limit o f 5% for an (ISC/IL) < 20 is often used. 

 

8. Vector Control 

Introduction 

The various control strategies for the control of the inverter-fed induct ion motor have provided  good  

steady  state  but  poor  dynamic  response.  From  the  traces  of  the  dynamic responses, the cause of such poor 

dynamic response is found to be that their air gap flux linkages deviate from their set values. The deviat ion is not  

only in magnitude but also in phase. The variat ions in the flux linkages have to be controlled by the magnitude and 

frequency o f the stator and rotor phase currents and instantaneous phases. The oscillat ions in the air gap flux 

linkages result  in oscillat ions in electromagnet ic torque and, if left  unchecked, reflect as speed oscillat ions. This 

is undesirable in many high- perfo rmance applicat ions. Air gap  flux  variat ions result in large excurs ions of stator 

currents, requiring large peak converter and inverter ratings to  meet the dynamics. An enhancement of peak 

inverter rat ing increases cost and reduces the compet it ive edge of ac drives over dc drives. 

 

Separately excited dc drives are simple in control because they independently control flux, which when  

maintained constant contributes to an independent control of torque. This is made possible with separate control o f 

field and armature currents, which in turn control the field flux and the torque independent ly. Moreover, the dc 

motor control requ ires only the control o f the field  or armature current magn itudes. 

 

As with the dc drives, independent control of the flux and torque is possible in ac drives The stator current 

phasor can be reso lved, say, along the rotor flux linkages, and the component along the rotor flux linkages is the 

field producing current, but this requires the posit ion of the rotor flux linkages at every instant; note that this is 

dynamic, unlike in the dc machine. If this is available,  then  the  control of ac  machines  is  very similar  to  that  

of separately  excited  dc machines. The requirements o f phase, frequency, and magnitude control o f the  currents 

and hence o f the flux phasor are made possible by inverter control. The control is achieved in field  

 

9. Principle of Vector Control 
The fundamentals o f vector control can be explained with the help of figure 3.5, where the machine  model 

is represented in a synchronously rotating reference frame. The inverter is omitted from the figure, assuming that it  

has unity current gain, that is, it generates currents ia, ib, 

 

and ic   as dictated by the corresponding command currents i 
* 

, i 
*  

, and
 

 

i
* 

fro m the controller. A
 

a        b  c 

 

machine model with internal conversions is shown on the right. The machine terminal phase 

 

currents ia, ib, ic  are converted to 

 

s     

and 

s     
components by 3φ-2φ  transformat ion. These are then  

 

converted to synchronously rotating frame by the unit vector components cos θe and sin θe before 

 

applying them to the d
e
- q

e  
machine model. 
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ds 

qs 

 
Fig 4.5 Basic block diagram of vector control  

 

Vector  control  implementation  princip le  with  machine  d
s
-q

s    
model  as  shown  The controller  makes  

two stages of inverse transformat ion, as shown, so that the control currents 

 

i 
*     

and 

i 
*    

correspond to the machine currents ids and iqs, respectively. In add it ion, the unit vector 

assures correct alignment o f ids  current with the flux vector^Ψr   and iqs perpendicular to it , as shown. It can be 

noted that the transformat ion and inverse transformat ion including the inverter ideally do not incorporate any dynamics, 

and therefore, the response to ids and iqs is instantaneous (neglect ing computational and sampling delays). 

 

Flow Chart for implementation of Vector control of induction motor 
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10. Conclusions and Future Scope Of Work 
7.1. Conclusions: 

1.    A novel autotransformer based eighteen-pulse ac-dc converter has been designed and modeled with a VCIMD load  

2.   The   proposed   harmonic   mit igator  has   been   observed   suitable   for   retrofit applicat ions  with  variable  

frequency  induct ion  motor  drives  operating  under varying load condit ions. 

3.   The perfo rmance o f the proposed harmonic mit igator fed VCIMD under varying load condit ions is found to be 

satisfactory. 

4. The  proposed  harmonic  mit igator  has  resulted  in  reduct ion  in  rat ing  of  the magnet ics leading to the saving in 

overall cost of the drive. 

5.   The observed performance o f the proposed harmonic mit igator has demonstrated the capability o f this converter to 

improve the power quality indices at ac mains in terms o f THD of supply current, THD of supply vo ltage, power 

factor and crest factor. On the dc link side too, there is a remarkable improvement in ripple factor of dc link 

vo ltage. 

 

7.2. Future Scope: 

In  this  pro ject   simulated  an  18-pu lse  ac-dc  converter  which   is   based  on autotransformer  

based transformer. Extended this project  in to 18-pu lse to 36pulse and also Verify the power quality maintains or 

not and with the using of this project control the HVDC 

System & also implement in the tract ion systems. 
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Abstract 

Due to huge usage of internet and growing business, bandwidth required prove to be difficult resource to fulfill 
with normal structure of networks. Moreover to provide a good level of quality service is also a big concern. One big 
solution comes in form of Wavelength Division Multiplexing (WDM).Wavelength Div ision Multiplexing (WDM) is an 
important technique to explo it the huge bandwidth of the optical fiber. There has been a wide deployment of WDM 
transmission technolo�J�\�� �L�Q�� �W�R�G�D�\�¶�V�� �R�Stical networks. WDM is widely used technology in developed countries and is 
based on the transmission of several light beams of d ifferent wavelength simultaneously through an optical fiber. A 
wavelength typically operates in hundreds of Mbps or even Gbps needs to be utilized better if the connection request is 
less than 100 Mbps bandwidth, otherwise there is a tremendous wastage of bandwidth in a fiber for data transmission. 
Though the fiber bandwidth has been improved due to the advancements in fiber-optic technologies and the increase in 
number of wavelengths in a fiber, there has not been much research in the area of fault tolerance, routing and 
wavelength assignment. Due to huge transmission of data through optical fibers, congestion occurred regularly and it 
became big bottleneck to flow of data in process. To solve congestion issues we are proposing a survivability strategic 
algorithm with congestion control in WDM optical network which will improve congestion hit network and will provide 
us with good cost cutting as it can be implemented to developing countries due to low costing factor. 
  
Keywords: WDM, congestion control.  
 
1. Introduction  

The rapid growth of Internet traffic has been the driving force for faster and more reliable data communication 
networks. Networking is a very promising technology to meet these ever increasing demands. The influence of 
networking on an organization of the computer systems has been tremendous, especially in the last 30 years. The old 
model of a single computer catering computation needs of an organization has been replaced by single network in which 
a number of separate but interconnected computers carry out the job. 

 
Optical wavelength-division-multip lexing (WDM) networks are being increasingly deployed in the next generation wide 
area, metropolitan, and local area network infrastructures [1]. WDM is widely becoming accepted as a technology for 
meet ing growing bandwidth. It establishes communication between pairs of network nodes by establishing paths and 
assigning wavelength to each path. No two paths going through the same fiber link use the same wavelength at the same 
time to observe wavelength continuity constraint [2, 3]. In our research we will propose a new algorithm for better 
congestion control which commonly used survivability strategy will be presented. We will provide our results with help 
of simulations to evaluate the performance in terms of congestion control and the results will be compared.  
 






























































































































































































































































































































































































































